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(6) Runs of (4) 750 kcmil Al

(1) 400 kemil Al Gnd, 4" EMT x(
D

PADMOUNT

XFMR

Transformer by power company
Service lateral provided by contractor.

Refer to site plan.
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POWER ONE-LINE DIAGRAM

NO SCALE

POWER ONE-LINE NOTES

1. Provide circuit breakers in NEMA enclosures as indicated.

2. Eaton SPD-100-480-Y-3-K

3. Refer to panel schedule for feeder size.

4. Neutral and ground to be bonded at main switchboard.
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5. Transformer shall be a K-13, Aluminum winding, 150 degree rise, dry type transformer.

6. Transformer shall be an Aluminum winding, 150 degree rise, dry type transformer.
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Do not bond neutral
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E' hdlihd (Neutral) | i : : : I
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conductor system except Grounding Bus
at service panelboard.

Panelboard

Grounded Bus
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Transformer
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[ I hd °
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° _ R\ ATy
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given in panelboard or feeder Bus Bar Caddy .
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Building  equal. Located [ © |
Steel nextto MSD. | 3/0 Grounding Electrode Provide wall mounted
Conductor grounding bar for

Provide minimum (3) Phone and TV.

ground rods spaced
min. 8' apart.

GROUNDING ONE-LINE DIAGRAM
NO SCALE

Provide 10-feet excess wire above Floor Slab -
Emerge from Slab 4" Max. from Finish Wall
Surface at main electrical service.
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GENERAL DATA CABLING NOTES

1. Provide New Cat 6 cabling as indicated on one-line diagrams. Cable shall be green.

2. Provide all cabling terminating. Test each cable and provide test report.

3. Provide unique cable designation labels on jack, cable at each termination, and patch panel. Labels shall not be
hand written. Labels shall be machine printed. Jacks shall be green.

4. Cable shall be routed from outlet to nearest cable tray. Cable above ceiling shall be supported by J hooks or
other listed devices at a minimum of 36" from outlet to cable tray.

5. Installation shall meet the following codes and standards:
a. TIA/EIA-568, Commercial Building Telecommunications Cabling Standard

b. TIA/EIA-569, Commercial Building Standard for Telecommunications Pathways and Spaces.

c. TIA/EIA-570, Residential and Light Commercial Telecommunications Wiring Standard.

d. TIA/EIA-607, Commercial Building Grounding and Bonding Requirements for Telecommunications Standard.

e. National Electrical Code

6. Provide a 3 ft service loop in ceiling space for each cable.

7. Contractor shall perform testing and certification of all cables. Reports of all cable tests shall be completed and
given to the Owner. All cables shall be fully operational and certified at CAT6 speeds before project completion.

8. All systems cabling shall be plenum rated.

SYSTEMS LEGEND

SYMBOL

NAME

DESCRIPTION

MOUNTING HEIGHT TO BOTTOM
OF BOX, UNLESS OTHERWISE
NOTED

Data Drop

Data jack. Provide number of data drops indicated next to device.
Provide faceplate and RJ-45 connectors.

16" AFF

Floor Mounted

Floor mounted data jack. Provide number of data drops indicated

Floor Mounted

Data Drop next to device. Provide faceplate and RJ-45 connectors.
Telephone Provide faceplat and telephone jack. 16" AFF
Television Provide new cable per one-line. Provide faceplate and F 84" AFF

connector. Locate jack behind TV location.

Ceiling Speaker, White

Provide drop-in ceiling speaker.

Ceiling Mounted

Wall Intercom Phone

Coordinate with light switches. Cord shall not hang over light switches.
Phone shall not interfere with light switch operation.

48" AFF

Security Camera

Ceiling Mounted

Double Dile 12"
Wireless Clock

Provide 12" wireless battery clock with dual dials, steel case, and battery booster.
Dual dile clocks shall be mounted on bracket perpendicular to wall.

Wall, Bracket Mounted

12" Wireless Clock

12" wireless battery clock with steel case, WG indicates to provide Wireguard.

Wall, Surface Mounted

15" Wireless Clock

15" wireless battery clock with steel case, WG indicates to provide Wireguard.

Wall, Surface Mounted

(0O e E|e B|l«|E|

Ceiling mounted projector. Coordinate actual location with screen location, ceiling

Projector grid and light fixture locations. Provided by Owner, mounted by others. Ceiling Mounted
Provide VGA plate for ceiling mounted projector. VGA cord shall be routed from .
vVG A VGA Plate projector location to VGA plate located as shown on data plan. 16" AFF
Provide horn speaker for intercom speaker mounted on exterior walls, located as
SE H Intercom Horn b P Wall Mounted

indicated on intercom plan.

FIRE ALARM GENERAL NOTES

1. All work to comply with WV State Fire Code. All work to comply with the NFPA code adopted by the WV State Fire Code.

2. Provide elevator emergency operation per current edition of ASME A17.1.

3. Provide fire alarm connections to all fire suppression system flow and tamper switches.

4. Fire alarm installer shall submit required information to WV State Fire Marshal for approval.
5. All extinguishing systems shall be connected to system per code.

6. Refer to specifications for additional information.

7. ldentify system components, wiring, cabling, and terminals according to specifications.

8. Wiring method shall be metal clad fire alarm cable in concealed spaces and above ceilings.
9. Cable shall be be parallel and perpendicular to surrounding structure. Support at intervals as required by Code.
10.Install wiring in metal raceway where exposed.

11.Conceal raceway or cable except in unfinished spaces or unless otherwise indicated.

12. Where smoke and heat detectors are shown adjacent, combination units may be used.

13.Duct Smoke Detectors: Provide relay base/contacts and wiring use required to shut down associated air handlers upon
initiation, or to close associated smoke dampers.

14.The fire alarm control panel shall be a Faraday MPC-6000. No substitutes.

15. All magnetic locks controlled by access control system shall release upon initiation of fire alarm system. Provide
coordination with Access Control System technician and provide all wiring and components required for magnetic door release.

FIRE ALARM SYSTEM LEGEND

SYMBOL NAME

Pull Station

[Tl |

Visual Notification Device

Audio/Visual Notification Device

A
AN

NEMA 3R Audio Notificaiton Device

!
AN
W
Py

Ceiling Mounted Smoke Detector

Single Station Smoke Detector

Single Station Smoke Detector with visual notification.

Py

7@ e

Wall Mounted Single Station Smoke Detector

Wall Mounted Single Station Smoke Detector with Audio and Visual Notification.

<

Ductwork Mounted Smoke Detector

Ceiling Mounted Heat Detector

Magnetic Door Holder

B 2le 2 4

Door Holder/Closer

Control Panel

Annunciator Panel

o o
H H
> O
T o

DESIGN DEVELOPMENT

[tants

(304) 624 - 9700 /

7me¢‘u’n7 consu

lmo [ )
Ol=x N
E2 3 .8
-%L(ID &
53
B 8
T 12 ]
0o TN
ol N
nl= ]|,
|5 S
c = Of§
@© AV
© W
o Nl
(=] Q\lE
i b]
Q §
2 L]
L2

envitonmen

2|2
=] 2]=]
=14

MINERAL COUNTY SCHOOLS

KEYSER ,WEST VIRGINIA

KEYSER PRIMARY SCHOOL

DRAWING INDEX

C100 SITE

C200 SITE DETAILS
S000 STRUCTURAL
S100 FRAMING

A100 ARCHITECTURAL

A200 ELEVATIONS
A500 DETAILS
A600 SCHEDULES

FP100 FIRE PROTECTION

M100 MECHANICAL

M200 HYDRONIC PIPING

E100 LIGHTING
E200 ELECTRICAL
E300 FIRE ALARM
E400 POWER

REVISIONS

DATE | FILE

BAI: 10.916.03

Nov. 5, 2011

MSES: 11-054

SHEET

SYSTEMS NOTES, LEGENDS,

& SCHEDULES

E300

%

© 2011 Blackwood Associates, Inc.




BOYS
183

JANITOR
167

STORAGE

GIRLS
184
2 3 3
a A ~
SPEECH (v')<]
a 185
'—
% A
A m
REPAIR OFFICE
<C
g
E
=
STORAGE STORAGE
2
N
TOILET
112 NURSE
é 113
>
¥
Gl
> \VA
SPECIAL EDUCATION TOILET ZA
187 111
WORK
T \AVGA s
R @ TOILET
110
& o V2

TOILET
108

DATA

COMM.
VAULT

105
106

TV
i

PRINCIPAL
104 RECEPTION

103

SECURED VISITOR ENTRY

102

1 1ST FLOOR DATA PLAN AREA A

1/8" = 1'-0"

0' 4' 8' 16'

e —

TOILET

MEDIA CENTER
164

SUPPLIES
120

WOMENS
119

MENS

LOBBY 118

114

2/

SPECIAL EDUCATION
165

AN

GUIDANCE
121

o

ART

LOUNGE

> 116
|_

o

w

CONFERENCE vVGA

115

VESTIBULE
101

Ny

<
S
>

117

CORRIDOR
163

SPEECH TITLE1
162 161

o
AN
is
«
\VGART
& &)
Q
g
>3
vVGA

PLANNING / CONFERENCE

Sy

AREAD

AREA A

AREAC

AREA B

DESIGN DEVELOPMENT

blackwood associates, inc.

architects e planners

(304) 366-1580
iny consultants
(304) 624 - 9700

MNSE S consultan s, tne.
tal & en

7inee‘z

envitonmen

1
i

v

KEYSER PRIMARY SCHOOL
MINERAL COUNTY SCHOOLS

KEYSER ,WEST VIRGINIA

DRAWING INDEX

C100
C200
S000
S100
A100
A200
A500
A600
FP100
M100
M200
E100
E200
E300
E400

SITE

SITE DETAILS
STRUCTURAL
FRAMING
ARCHITECTURAL
ELEVATIONS
DETAILS
SCHEDULES

FIRE PROTECTION
MECHANICAL
HYDRONIC PIPING
LIGHTING
ELECTRICAL

FIRE ALARM
POWER

REVISIONS

DATE

FILE

Nov. 5, 2011

BAI: 10.916.03
MSES: 11-054

SHEET

1ST FLOOR DATA PLAN
AREA A

E301

(©) 2011 Blackwood Associates, Inc.




“VGA

SPEECH

162

TITLE1 TITLE1
161 160

CORRIDOR
126

SPEECH
123

VGAA

PRE K SPECIAL ED

124

STAFF TOILET
MECH. 154
156

DATA STORAGE
N N
< >
N
i b
™ m
< >
TITLE 1 ™
159 mﬁ D
N
< &
4 >
COMPUTER

CORRIDOR
127

STORAGE
125

STORAGE

]A 128

o
TOILET
v2 V2

VESTIBULE
131

VGA 1
KR
vVGA
PRE K

132

TOILET

TOILET

PRE K
134

vVGA

/e

CORRIDOR

144

CORRIDOR

129

CORRIDOR

136

1

BOYS
145

KINDERGARTEN
138

TOILET

PRE K
137

TOILET

CORRIDOR
130

ANGOAN

vVGA

PRE K
133

TOILET

TOILET

PRE K
135

vVGA

vl vVGA

1ST FLOOR DATA PLAN AREA B

vVGA

v1 vVGA

vVGA

1/8" = 1'-0"

0' 4' 8' 16'

e —

KINDERGARTEN
140

vVGA

@

V1 vVGA

CORRIDOR
143

INCGAR

vVGA

KINDERGARTEN
139

TOILET

TOILET

TOILET

TOILET

KINDERGARTEN
142

KINDERGARTEN
141

AREAD

vVGA

MAGAY

VGAA ]A

vVGA

AREA A

AREAC

AREA B

DESIGN DEVELOPMENT

(304) 366-1580
(304) 624 - 9700

MNSES consultants, ine.

architects e planners
envitonmental £ enyinee‘u'ny consultants

blackwood associates, inc.

1
i

v

KEYSER PRIMARY SCHOOL
MINERAL COUNTY SCHOOLS

KEYSER ,WEST VIRGINIA

DRAWING INDEX

C100 SITE

C200 SITE DETAILS
S000 STRUCTURAL
S100 FRAMING

A100 ARCHITECTURAL
A200 ELEVATIONS
A500 DETAILS

A600 SCHEDULES
FP100 FIRE PROTECTION
M100 MECHANICAL
M200 HYDRONIC PIPING
E100 LIGHTING

E200 ELECTRICAL

E300 FIRE ALARM

E400 POWER

REVISIONS

DATE | FILE

BAI: 10.916.03

Nov. 5, 2011
MSES: 11-054

SHEET

1ST FLOOR DATA PLAN
AREA B

E302

(©) 2011 Blackwood Associates, Inc.




CORRIDOR

BOYS
183

GIRLS
184

MECHANCAL
174

i
OFFICE
175
TOILET
GYMNASIUM
176
180
EAN
OFFICE
177
STORAGE
178
Ny
v STORAGE
VGA
@ 179
<
U]
T
MUSIC
182
STORAGE
o
CORRIDOR
166
JANITOR
167
STORAGE DATA
3 3K

STORAGE

JANITOR
TOILET
DISH
172
2
AN
CAFETERIA
170
2
/\
TOILET SPECIAL EDUCATION

1

KITCHEN
173

1ST FLOOR DATA PLAN AREA C

1/8" = 1'-0"

0' 4' 8' 16'

e —

AGIAN

vVGA
@

1ST GRADE
152

1ST GRADE
150

<

VGA

@

=
2

SPECIAL EDUCATION
148

VGAA ]A
v1 vVGA
N
B
(42]
P
TOILET

STAFF TOILET
153

MECH.

STAFF TOILET
154

VGA 1
s

o

1ST GRADE
151

1ST GRADE
149

vVGA

@

v/ v

1ST GRADE
147

vVGA

@

v1 vVGA

GIRLS

146

BOYS

145

AREAC
AREA D
]

AREA A

AREA B

DESIGN DEVELOPMENT

blackwood associates, inc.

architects e planners

(304) 366-1580
(304) 624 - 9700

MNSES consultants, ine.

envitonmental £ enyinee‘u'ny consultants

1
i

v

KEYSER PRIMARY SCHOOL
MINERAL COUNTY SCHOOLS

KEYSER ,WEST VIRGINIA

DRAWING INDEX

C100
C200
S000
S100
A100
A200
A500
A600
FP100
M100
M200
E100
E200
E300
E400

SITE

SITE DETAILS
STRUCTURAL
FRAMING
ARCHITECTURAL
ELEVATIONS
DETAILS
SCHEDULES

FIRE PROTECTION
MECHANICAL
HYDRONIC PIPING
LIGHTING
ELECTRICAL

FIRE ALARM
POWER

REVISIONS

DATE

FILE

Nov. 5, 2011

BAI: 10.916.03
MSES: 11-054

SHEET

1ST FLOOR DATA PLAN
AREAC

E303

(©) 2011 Blackwood Associates, Inc.




]

VGA& 1A

VGAA ]A

]

2

AN
vVGA 3RD GRADE

214
3RD GRADE
vVGA
@ 213
AV}

3RD GRADE

vVGA

212

3RD GRADE VVGA

211

v1 vVGA

vZI. vVGA
VGA& 1 LA

]

VGAA 1A
e
4TH GRADE
202
o
Y
Y
i
4TH GRADE
200
vVGA
TV
DATA
N o
N >
B
™ fie)
< >
%
N
< o
o >
COMPUTER BOYS GIRLS
208 207
1
yAN
AN
vVGA TOILET VVG A
=) &
SPECIAL EDUCATION SPECIAL EDUCATION
CORRIDOR
200 206
& 205
g
5
TOILET D\—'
l_
1 1ST FLOOR DATA PLAN AREA D
1/8" =1'-0"
0} 4' 8 16'

e —

MANIAN
(%V oA
4TH GRADE
201
4TH GRADE
199
vVGA
v1 YVGA
OT/PT
198
STORAGE
198A
STAFF TOILET
197
ISS
STAFF TOILET 194
196
CORRIDOR
188
JANITOR
195
TITLE 1
193
MECHANICAL
204 <]
Lol

VGAﬁ 1A

VGAﬁ

vVGA

2ND GRADE
192

VVGA 2ND GRADE

o [

AN
|_
vVGA
2ND GRADE
190
<
g
B
-
>
<
g
3
o
>
2ND GRADE VVGA
S 4
o
-
AV

CORRIDOR

SPECIAL EDUCATION
187

AREA D /

AREA A

AREAC

AREA B

DESIGN DEVELOPMENT

blackwood associates, inc.

architects e planners

(304) 366-1580
(304) 624 - 9700

MNSES consultants, ine.

envitonmental £ enyinee‘u'ny consultants

1
i

v

KEYSER PRIMARY SCHOOL
MINERAL COUNTY SCHOOLS

KEYSER ,WEST VIRGINIA

DRAWING INDEX

C100
C200
S000
S100
A100
A200
A500
A600
FP100
M100
M200
E100
E200
E300
E400

SITE

SITE DETAILS
STRUCTURAL
FRAMING
ARCHITECTURAL
ELEVATIONS
DETAILS
SCHEDULES

FIRE PROTECTION
MECHANICAL
HYDRONIC PIPING
LIGHTING
ELECTRICAL

FIRE ALARM
POWER

REVISIONS

DATE | FILE

BAI: 10.916.03

Nov. 5, 2011
MSES: 11-054

SHEET

1ST FLOOR DATA PLAN
AREAD

E304

(©) 2011 Blackwood Associates, Inc.




N

3RD GRADE
214

(=)

3RD GRADE
213

3RD GRADE
212

3RD GRADE
211

()

\/
>y
4TH GRADE 4TH GRADE
202 201
4TH GRADE 4TH GRADE
200 199
DATA
OT/PT
198
COMPUTER STAFF TOILET
()=
om O
(s)
ISS
BOYS GIRLS
194
| 208 | | 207 | O
CORRIDOR

STAFF TOILET

JANITOR

0e) 185

@ MECHANICAL

- KO,

TITLE1

SPECIAL EDUCATION SPECIAL EDUCATION

206

TOILET TOILET CORRIDOR

| 206A | | 200A | 205

2ND GRADE
192

()

2ND GRADE
191

2ND GRADE
190

(=)

2ND GRADE
189

GYMNASIUM
180
<]
WG
MusIC

182

[F]

AN

ORRC)

Bovs ., O @

GIRLS @
F

SPEECH
185
REPAIR OFFICE
@ | 1648 | | 164 ]
STORAGE STORAGE
T | 186 ] | 164C |

(s)

SPECIAL EDUCATION

TOILET
112 .
E
TOILET

TOILET .

(oo (]

TOILET

187

Fl

08
COMM.
VAULT

PRINCIPAL

5

=
o

104

>l
WG STORAGE
MECHANCAL
174 JANITOR
OFFICE
175
TET TOILET
"7 ]
OFFICE KITCHEN
177 173
DISH
172
STORAGE

STORAGE
179

STORAGE

@ CORRIDOR

()

JANITOR 4
STORAGE TQILET
Oy
—_—
O
MEDIA CENTER
164
9
NURSE
113
- |

109
VICE PRINCIPAL

107 LOBBY
114

(=)

A

RECEPTION
103

|
(s)cE

SECURED VISITOR ENTRY

1

VESTIBULE
101

1ST FLOOR FIRE ALARM PLAN OVERALL

1/16" = 1'-0"

0' 8' 16’

32

e —

SPECIAL EDUCATION

CAFETERIA
170

()

SPECIAL EDUCATION
165

¥ (o)
[FIF]

ey
1ST GRADE 1ST GRADE
()
152 151
1ST GRADE 1ST GRADE

CORRIDOR
163
@ SPEECH TITLE 1 TITLE 1 TITLE1
| 162 ] | 161 ] | 160 ] | 159 |
CORRIDOR
i ; i > [ 126 |
SUPPLIES GUIDANCE
SPEECH

| 120 | | 121 ]

123

WOMENS
[ 119 ] ART 122

PRE K SPECIAL ED
MENS

124
LOUNGE

PLANNING / CONFERENCE

116 VESTIBULE/

117

CONFERENCE
115

150

148

s)

1ST GRADE

TOILET 147

OmO

STAFF TOILET GIRLS /()
| 158 | 16 | @
@ STAFF TOILET
MECH. @ @
O :

156 BOYS
DATA

STORAGE

145

157

CORRIDOR
144
KINDERGARTEN KINDERGARTEN

(s)
A

COMPUTER TOILET

158

i

KINDERGARTEN

142
TOILET

TOILET,
Lo 1 Oy

[F]
O

® . ® (5) o () o
\/
143
MM RO
STORAGE
125 @om /
STORAGE TOILET TOILET
139A 141A
128 PRE K KINDERGARTEN
KINDERGARTEN
TOILET 137 139 e
CORRIDOR
[ 137 ]
129
T TOILET
@)
[ 124a]]
CORRIDOR WP
s)
PRE K
CORRIDOR PREK
132 56 B
TOILET TOILET
&
O O
O
\
TOILET TOILET
=Sl 10
134
PRE K
135
>
AREA C
AREA D /ﬁ
K
AREA A

AREA B

DESIGN DEVELOPMENT

(304) 366-1580
iny consultants
(304) 624 - 9700

MNSE S consultan s, tne.
tal & en

architects e planners
7inee‘z

blackwood associates, inc.
envitonmen

1
i

v

KEYSER PRIMARY SCHOOL
MINERAL COUNTY SCHOOLS

KEYSER ,WEST VIRGINIA

DRAWING INDEX

C100 SITE

C200 SITE DETAILS
S000 STRUCTURAL
S100 FRAMING

A100 ARCHITECTURAL
A200 ELEVATIONS
A500 DETAILS

A600 SCHEDULES
FP100 FIRE PROTECTION
M100 MECHANICAL
M200 HYDRONIC PIPING
E100 LIGHTING

E200 ELECTRICAL

E300 FIRE ALARM

E400 POWER

REVISIONS

DATE | FILE

BAI: 10.916.03

Nov. 5, 2011
MSES: 11-054

SHEET

1ST FLOOR FIRE ALARM
PLAN OVERALL

E305

(©) 2011 Blackwood Associates, Inc.
















F:\On-goingProjects\11-054 Keyser Primary Building\drafting\11-054 €100, €200, €206,

& e300.dwg, 11/4/2011 4:25:21 PM, DWG To PDF.pc3

TO CATV Company
(See Roof Plan)

0\ Channel One
(Typ) Roof Dish
CAT6 RG6 Provide
T VTP new cable
(Typ) APR
Amp/ | [Channel

=

School —I Splitters One
choo
Blockg] [ Telephone | School TV
System Broadcasts
]
|

L

71\ TELEPHONE ONE-LINE 72\ TV SYSTEM ONE-LINE
E312/ NO SCALE E312/ NO SCALE

ANTENNA

Typ) YT @
School

Phone (Typical)
System (Typ) Refer to plans for
guantities and locations.
MASTER CLOCK _l

I_ CONTROLLER/
TRANSMITTER
I_ (Rack Mount) J
Main
Rack
UPS/ TIME INTERCOM
|C/FO I |C/FO I SURGE SYNC SYSTEM
1GB Ethernet
Switch v
School ETHERNET
Network

73\ INTERCOM ONE-LINE /3 CLOCK SYSTEM ONE-LINE

E312/ NO SCALE E312/ NO SCALE

DESIGN DEVELOPMENT

HE2 M=) =
O 9V =8
v O
E249 .§| 8K
oa® NEQ
"‘o?§"‘§
8Bl 8 w9
Q0 — N80
ol SR
0= .8
0|5 N
MEREIR
© Y
sl N5
s Wit
g A
s N|&
S
< 3

2|2
=] 2]=]
=14

KEYSER PRIMARY SCHOOL

)
|
O
O
1T
O <
v =
Pz
C &
> 7
0 {
2=
r &
W o
= 0
= ¥

DRAWING INDEX

C100
C200
S000
$100
A100
A200
A500
A600
FP100
M100
M200
E100
E200
E300
E400

SITE

SITE DETAILS
STRUCTURAL
FRAMING
ARCHITECTURAL
ELEVATIONS
DETAILS
SCHEDULES

FIRE PROTECTION
MECHANICAL
HYDRONIC PIPING
LIGHTING
ELECTRICAL

FIRE ALARM
POWER

REVISIONS

DATE | FILE

Nov. 5, 2011

BAI: 10.916.03

MSES: 11-054

S

HEET

E
N

SYSTEMS
ONE-LINE DIAGRAMS

310

%

© 2011 Blackwood Associates, Inc.




	11-054 dd submittal es.pdf
	11-054 e&s100 es101 (1)
	11-054 e&s100 es102 (1)
	11-054 e&s100 es103 (1)
	11-054 e&s100 es200 (1)

	11-054 dd submittal civil.pdf
	11-054 c100 c100 (1)
	11-054 c100 c101 (1)
	11-054 c102 c102 (1)
	11-054 c102 c103 (1)
	11-054 c102 c104 (1)
	11-054 c102 c105 (1)
	11-054 c102 c106 (1)
	11-054 c102 c107 (1)
	11-054 c200 c200 (1)
	11-054 c200 c201 (1)
	11-054 c200 c202 (1)
	11-054 c200 c203 (1)
	11-054 c200 c204 (1)

	11-054 dd submittal struc.pdf
	110243_S00 S000 (1)
	110243_S00 S001 (1)
	110243_S20 S2
	110243_S202
	110243_S30 S300 (1)
	110243_S30 S301 (1)
	110243_S30 S302 (1)
	11024300_Struct-DD - Sheet - S100A - FOUNDATION PLAN -  AREA A
	11024300_Struct-DD - Sheet - S100B - FOUNDATION PLAN -  AREA B
	11024300_Struct-DD - Sheet - S100C - FOUNDATION PLAN -  AREA C
	11024300_Struct-DD - Sheet - S100D - FOUNDATION PLAN -  AREA D
	11024300_Struct-DD - Sheet - S101A - ROOF FRAMING PLAN - AREA A
	11024300_Struct-DD - Sheet - S101B - ROOF FRAMING PLAN - AREA B
	11024300_Struct-DD - Sheet - S101C - ROOF FRAMING PLAN - AREA C
	11024300_Struct-DD - Sheet - S101D - ROOF FRAMING PLAN - AREA D

	11-054 dd submittal M100-M200.pdf
	11-054 m100
	11-054 m101
	11-054 m102
	11-054 m103
	11-054 m104
	11-054 m201
	11-054 m202
	11-054 m203
	11-054 m204

	11-054 dd submittal electrical.pdf
	11-054 e100
	11-054 e101
	11-054 e102
	11-054 e103
	11-054 e104
	11-054 e200
	11-054 e201
	11-054 e202
	11-054 e203
	11-054 e204
	11-054 e205
	11-054 e206
	11-054 e300
	11-054 e301
	11-054 e302
	11-054 e303
	11-054 e304
	11-054 e305
	11-054 e306
	11-054 e307
	11-054 e308
	11-054 e309
	11-054 e310




